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Abstract—Current unbalance is a significant power quality 
problem in distribution networks. This problem increases 
further with the increased penetration of single-phase 
photovoltaic cells. In this paper, a new approach is developed 
for current unbalance reduction in medium voltage 
distribution networks. The method is based on utilization of 
three single-phase voltage source converters connected in delta 
configuration between the phases. Each converter is controlled 
to function as a varying capacitor. The combination of the load 
and the compensator will result in a balanced load with unity 
power factor. The efficacy of the proposed current unbalance 
reduction concept is verified through dynamic simulations in 
PSCAD/EMTDC. 
Index Terms— Current Unbalance, Distribution Network, 
Voltage Source Converter. 
I. INTRODUCTION 
Current and voltage unbalance are one of the main power 
quality problems in Distribution Networks (DNs) [1]. The 
unbalance is more common in individual customer loads due 
to phase load inequality, especially where large single-phase 
loads are used. The electric utilities aim to distribute the 
residential loads equally among the three phases of 
distribution feeders [2]. However, although voltages are 
well balanced at the supply side, the voltages at the 
customer level can become unbalanced due to the unequal 
system impedances, unequal distribution of single-phase 
loads and unequal power consumption by houses or large 
number of single-phase transformers [2]. 
On the other hand, application of grid-connected 
Photovoltaic cells (PVs) is increasing in DNs around the 
world. Incentives by different countries promote the 
development of PVs connected to DNs. High penetration of 
intermittent, customer-owned and non-dispatchable PVs to 
the existing DNs can create different technical problems 
including current and voltage unbalance [3]. 
In the near future, it is expected the penetration level of 
Plug-in Electric vehicles (PEVs) will increase in DNs. PEVs 
can be viewed as large single-phase loads that will be added 
to the network and thus it can be expected that DN will have 
more problems on current and voltage unbalance [4]. 
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Current unbalance will result in voltage unbalance within 
the network. Voltage unbalance can result in overheating 
and de-rating of all induction motor types of loads [5]. It 
will also lead to mal-operation of protection relays and 
voltage regulation equipment in addition to generation of 
non-characteristic harmonics from power electronic loads 
[6]. 
The best solution is reducing the unbalance at the 
unbalance generation point. This can be easily achieved for 
industrial customers by installation of compensators. 
However, this is not very easy in residential DNs as there is 
not a single point of unbalance generation.  
Different methods have been already studied and 
proposed for unbalance reduction in DNs. In [3], some 
conventional improvement methods such as feeder cross-
section increase or capacitor installation are investigated for 
this purpose. However, these methods are expensive and not 
very efficient. In [7], the application of custom power 
devices including Distribution Static Compensator 
(DSTATCOM) and Dynamic Voltage Restorer (DVR) is 
proposed. It was proved that the custom power devices can 
fix their Point of Common Coupling (PCC) to a balanced 
voltage. Hence if the PCC voltage is balanced, the current 
drawn from the source (i.e. upper hand network) will be 
balanced. Hence, the unbalance will not be penetrated to 
upper hand level. In [8], the utilization of rooftop PVs for 
exchanging reactive power was proposed for balancing their 
PCC voltage. Although this method is very efficient in 
unbalance reduction, however it might take a few years for 
PV standards to be adopted for this strategy. 
In this paper, a new method is proposed for unbalance 
reduction in a DN feeder. Three single-phase Voltage 
Source Converters (VSCs) are utilized on the DN feeder and 
controlled for current balancing at its PCC. By this method, 
the source current is kept balanced and hence the voltage 
unbalance is prevented from penetrating to upper hand 
network. 
II. CURRENT BALANCING THEORY 
Let us consider the power system structure shown in Fig. 
1(a). It is assumed a three-phase balanced voltage source 
(VA, VB and VC) is connected through feeder impedance (ZF) 
to the three unbalanced loads connected in delta (ZAB, ZBC 
and ZCA). This will result in load current (iLoad) and source 
current (iS) to be unbalanced. 
Let us first ignore the feeder impedance. Now the PCC is 
directly connected to a stiff voltage source. Therefore, we 
can assume that 
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Fig. 1. Concept of the proposed current balancing method.
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The source current can be made balanced if a compensator, 
composed of three unbalanced impedances (XAB, XBC and 
XCA), is connected in parallel with the load in such a way 
that 
 
CACABCBCABAB XZXZXZ |||||| ==  (2) 
 
Let the admittance of the delta connected load be given by 
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Then it has been in [9] that the sequence components of the 
load currents are then given by 
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Let us define the susceptances of the compensator as 
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Then, similar to (4), the symmetrical components of the 
compensator current are by 
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Since the zero-sequence is zero, the compensator has to 
cancel out the negative sequence completely, i.e., 
0,, =+ −− Loadcomp ii (7) 
 
In addition, in order to have a unity power factor in the 
source currents, the imaginary part of the positive sequence 
needs to be cancelled as well 
 
0]Im[ ,, =+ ++ Loadcomp ii (8) 
 
Combining (7) and (8), the compensator susceptances can 
be calculated as 
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Then, the load and compensator combination will look like a 
unity power factor load, as shown in Fig. 1(b). 
 
Now, let us consider the following example. 
 
Example 1: Let us assume a balanced three-phase source 
with a 11 kV(L-L, rms) is connected directly to a three-
phase delta load with unequal impedances of 
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Hence the load currents are equal to 
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From (9), the compensating susceptances are calculated as 
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The connection of these susceptances in parallel with the 
load admittances will result in the following source currents 
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As can be seen, the source currents are now balanced and in 
phase with the source voltages. 
 
Example 2: Let us now assume that feeder impedance is 
present. Therefore even if the phase-A source voltage has an 
angle of 0°, the angle of VPCC,A (see Fig. 1a) is not zero. Let 
us assume this angle to be 20°, i.e., the angle of VPCC,AB is 
50°. The parallel combination of the susceptances given in 
Example-1 and the load admittances will result in the 
following source currents 
 
 A 37.117.91682
A 24.117.29686
A 34.0628.08
,
,
,
°+∠=
°−∠=
°∠=
Cs
Bs
As
i
i
i
 
It can be seen that the theory fails here. 
The reason for this failure is that the derivation of (9) is 
dependent on the L-L PCC voltage VAB to have a phase of 
30°. Otherwise, the derivations presented in [9] are not 
valid. To overcome this problem, we first determine the 
phase of the PCC voltage VAB. Let this be given by φ. We 
know the computation is based on this being equal to 30°. 
We therefore define 
 
°−= 30φδ  (10) 
 
The load and compensator currents then can be given by 
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From (11) and (12), it can be seen if the sequence 
components of the currents are multiplied by e−jδ, we can 
write these two equations in the same form as (4) and (6) 
respectively. Therefore the susceptances can be computed 
by modifying (9) as 
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Example 3: For the same value of phase angle given in 
Example-2, the susceptances are then computed to be the 
same as those given in Example-1. The computed source 
currents are then 
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It is expected that by adding the above mentioned 
compensator into the network, the source currents become 
balanced. In addition, the compensator will supply all the 
reactive power demand of the load and the PCC will look 
like a unity power factor. On the other hand, since the 
compensator only consists of susceptances, it will not 
consume any active power. 
Since most of the distribution transformers have delta 
connection on their primary side (especially at medium 
voltage level), the load on a medium voltage feeder which 
supplies several distribution transformers can be assumed as 
an unbalanced three-phase delta connected load. Thus 
installation of the proposed compensator on a medium 
voltage distribution feeder can easily restrict and limit the 
current and voltage unbalance in these networks. 
As mentioned in Section I, one of the main causes of 
current unbalance can be due to high penetration level of 
PVs. Let us assume that the generation capacity of the 
installed single-phase rooftop PVs on one phase is higher 
than the power demand on that phase. This will cause the 
excess of the power and current return back into the 
transformer in that phase. The resulting current unbalance 
can easily be removed by the proposed compensator. 
III. COMPENSATOR TOPOLOGY AND CONTROL 
Based on the current balancing theory mentioned in 
Section II, a compensator composed of three single-phase 
voltage source converters are utilized. Each VSC is 
composed of four IGBTs in parallel with reverse diodes. 
There is a single-phase transformer at the output of each 
converter. These three transformers are connected in Y-Δ 
configuration. This is shown in Fig. 2. 
 
Fig. 2. The topology of the compensator utilized for current balancing.
 
By the delta connection of the secondary side of the 
transformers, each VSC is connected between two phases. 
Each VSC is to be controlled in such a way that it is seen as 
a susceptance equal to the values calculated in (13).  
To implement the algorithm, first the positive sequence of 
the PCC voltage is calculated. From this, the angle δ is 
calculated. With this value of δ, the susceptances are 
calculated using (13). Then the reference currents for the 
VSCs are calculated as 
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Once the current references are obtained, they are tracked in 
hysteresis current control by each VSC by generating the 
appropriate firing angles of the IGBTs. 
 IV. SIMULATION RESULTS 
For verifying the dynamic operation and characteristics of 
the proposed compensator, several cases are simulated in 
PSCAD/EMTDC, as described below. 
A. Case 1- Basic Principle 
The network of Fig. 1(a) is simulated in 
PSCAD/EMTDC with the technical data given in the 
Appendix. It is assumed at t = 0.5 s, the compensator is 
connected to the network. 
The instantaneous waveform of network source current 
is shown in Fig. 3(a) before and after the compensator 
connection. As it can be seen from this figure, the 
unbalanced source currents become balanced after 
compensator connection. The rms value of the source 
currents for each phase is shown in Fig. 3(b). It can be seen 
from this figure that all three phases have an equal current 
magnitude after the compensator connection. 
The source current unbalance is shown in Fig. 3(C). The 
unbalanced is measured as the ratio of negative sequence 
current to the positive sequence current. This figure shows 
that the current unbalance is reduced from 38% to almost 
zero once the compensator is brought in. 
Since the compensator uses a hysteresis current control, 
it can be expected that some harmonics are added to the 
network current and voltage. The Total Harmonic Distortion 
(THD) of the source current and PCC voltage is shown in 
Fig. 3(d). From this figure, it can be seen that the THD of 
voltage and current are both limited to 1%. 
The reactive power exchange of the source, compensator 
and the load is shown in Fig. 3(e). As expected, when the 
compensator is connected, it supplies all the reactive power 
demand of the load.  
The PCC instantaneous voltage is shown in Fig. 3(f). 
Installation of the compensator should not have any effect 
on the PCC voltage as obvious from this figure. 
In Fig. 3(f), voltage of phase-A (scaled for comparison) 
and source current of phase-A are shown. From this figure, it 
can be seen that in the presence of the compensator, the 
combination of the load and compensator draws current at 
unity power factor. 
B. Case 2- Dynamics 
The compensator must be capable of responding to the 
dynamics of the loads within the network. For verifying the 
dynamic operation and characteristics of the proposed 
compensator, another case is simulated. It is assumed that 
the compensator is connected at t = 0. In addition, it is 
assumed that there is a load increase in the network at t = 
0.5 s and t = 1 s and a load decrease at t = 1.5 s. The power 
in each phase of the network changes as shown in Fig. 4(a). 
The rms values of the load current are similar to the power 
in each phase. The rms values of the source current for all 
three phases are as shown in Fig. 4(b). This proves the 
dynamic compatibility of the proposed compensator. This is 
achieved as the susceptance values of the compensator, 
calculated from (11), vary based on the load current as 
shown in Fig. 4(c). 
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Fig. 3. Simulation results for Case-1. 
C. Case 3- Low Voltage Distribution Network 
As explained in Section II, most of the distribution 
transformers have delta connection on their primary side. 
Thus the compensator installed on a medium voltage (e.g. 
11 kV) which supplies several distribution transformers, can 
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 restrict the current unbalance in the medium voltage levels. 
This is a main functionality for this compensator. For 
verifying this, another case is studied as shown in Fig. 5. It 
is assumed that a distribution transformer is feeding a three-
phase unbalanced star-connected load. In addition to that, 
for studying a very worst case, a single-phase rooftop PV is 
connected to one phase. This causes a reverse current flow 
(i.e. 180 degree phase shift) in that phase. It is assumed that 
the compensator is connected at t = 0.5 s. The three-phase 
source current is shown before and after compensator in Fig. 
6. This proves the efficacy of the proposed compensator. 
 
(a) 
(b) 
(c) 
Fig. 4. Simulation results for Case-2. 
 
D. Case 4- Multiple Installations along the Feeder 
The proposed topology has the capability of being 
installed at multiple locations along a feeder. This is very 
useful in very long feeders to prevent to restrict the current 
unbalance at different distances. Another case study is 
carried out assuming the proposed compensator is installed 
at 2 different locations along the feeder. Compensator-1 is 
installed at the beginning of the feeder and compensator-2 at 
the middle of the feeder, as shown in Fig. 7. For studying 
the effect of each compensator, it is assumed that the 
compensator-2 connects at t = 0.5 s and compensator-1 at  
t = 1 s. The current rms for the upper hand side of each 
compensator is as shown in Fig. 8. From this figure, it is 
shown that each compensator is capable of effectively 
balancing its source current without any conflicts with each 
other. In addition, in this way, each compensator is 
responsible for generating the reactive power demand of the 
loads in its downstream level. Thus, this will reduce the 
rating of the compensator if multiple ones are used instead 
of a single compensator at the beginning of the feeder. 
Fig. 5. Network under consideration for Case-3. 
 
Fig. 6. Simulation results for Case-3. 
 
Fig. 7. Network under consideration for Case-4. 
 
Fig. 8. Simulation results for Case-4. 
V. CONCLUSIONS 
Current unbalance is a significant power quality problem 
in Distribution Networks. Penetration of photovoltaic cells 
and plug-in electric vehicles will result in higher current 
unbalance in the network. A new approach was developed in 
this paper for current unbalance reduction in medium 
voltage distribution networks. The proposed method utilized 
three single-phase voltage source converters, connected in 
delta configuration between the phases, to function as a 
varying capacitor between the phases. In this way, the 
combination of the load and the proposed compensator 
seemed as a balanced load with unity power factor. The 
dynamic behavior and efficacy of the proposed concept was 
verified through simulations in PSCAD/EMTDC. 
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 APPENDIX 
Table 1 Technical Parameters of the case studies 
Source Voltage 11 kV (L-L rms) 
Feeder Impedance 50 mm2 ACSR, (Z =1.08+j×0.302) Ω 
Delta Loads ZAB = 1200.2 + j 62.8 
ZBC = 2400.2 + j 94.2 
ZCA = 1200.2 + j 62.8 
LV Transformer 11/0.415 kV, 50 Hz, 100 kVA, Δ-ΥG, ZI =5% 
LV Network Star Load ZA = 0.482 + j 6.28 
ZB = 0.241 + j 9.42 
ZC = 0.120 + j 6.28 
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